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IBC 2012 - GENERAL CODE REQUIREMENTS

CODE COORDINATION NOTES

. SEE LISTING FOR FIRE RATING OF WALL TYPES ON

SHEETS GI501 THROUGH GI50x.

. NOTE: ONLY WALLS NOTED ON THIS SHEET (GI101)

ARE REQUIRED TO BE FIRE-RATED. SOME WALLS MAY
BE REFERENCED TO A WALL CONSTRUCTION TYPE
WHICH HAS A FIRE-RATING, BUT THE RATING IS NOT
REQUIRED UNLESS SO NOTED ON THIS SHEET.

. PENETRATIONS THROUGH FIRE RATED ASSEMBLIES

SHALL BE FIRE STOPPED IN ACCORDANCE WITH
SHEET GI510 & GI511, AND WRITTEN INSTRUCTION
FROM THE MANUFACTURER OF THE FIRE STOPPING
MATERIAL.

. WALLS AND FLOOR / CEILINGS SURROUNDING EXIT

PASSAGEWAYS SHALL NOT BE PENETRATED WITH
DUCTS, PIPING CONDUITS, ETC. UNLESS NECESSARY
TO SERVICE OR PROTECT THE EXIT ENCLOSURE.

SACRAMENTO

PLACERVILLE

SALT LAKE CITY

Architectural NEXUS, Inc.

THERE SHALL BE NO COMMUNICATION OPENING OR

PENETRATIONS BETWEEN ADJACENT EXIT
ENCLOSURES. PENETRATION SHALL BE FIRE
STOPPED IN ACCORDANCE WITH THE DETAILS ON

2505 East Parleys Way
Salt Lake City, Utah 84109
T 801.924.5000 F 801.924.5001

http://www.archnexus.com

SHEETS GI510 & GI511 AND WRITTEN INSTRUCTION
FROM MANUFACTURER OF THE FIRE STOPPING
MATERIAL.

Area per Occupant IBC
Room Occupant Full Time Room
Number Room or Area Floor Area Occupancy Classification Sq.Ft. | Type | Fixed Lo:d Equivalencies| Number EXlSTl NG / N EW CONSTRUCT'ON [rat5- 071494
1001 WAITING AREA 1,701 SF| A-3: Assembly w/o fixed seating: Unconcentrated 15 Net 113.4 1001 RENOVATION ADDITION
1002 TOILET 60 SF | B: Business Areas 100 | Gross 06 1002 CODE REFERENCE (EXISTING) (NEW)
1003 MEN 155 SF | B: Business Areas 100 Gross 1.6 1003
1004 WOMEN 178 SF | B: Business Areas 100 Gross 1.8 1004 OCCUPANCY CLASSIFICATION MIXED MIXED
1005 APP SPACE 188 SF | B: Business Areas 100 Gross 1.9 1005 (SECTIONS 302-312) (A-3 IB/1-3 /8-1) (A-3 / B)
1006 COURTS PUBLIC WAITING AREA 2,781 SF| A-3: Assembly w/o fixed seating: Unconcentrated 15 Net 185.4 1006 MIXED OCCUPANCIES-SEPARATED USES 1 HOUR NO SEPARATION
1007 SEC. SCREENING 156 SF | A-3: Courtrooms 40 Net 3.9 1007 (SECTION 508.3, 08,4, 506,44 & TABLE 5084 REQUIRED
1008 VESTIBULE 250 SF | A-3: Courtrooms 40 Net 0 6.3 1008
1009 VESTIBULE 52 SF | B: Business Areas 100 Gross 0.5 1009 ::‘ELCTLKg‘:OVS':‘O?:‘TEBEE)!?HT HEIGHT / STORIES
1010 SECURITY 210 SF|B: Business Areas 100 Gross 2.1 2 1010 BASE ALLOWABLE HEIGHT (ABOVE GRADE PLANE) 550" 2 550" 2
1011 RECEPTION 295 SF | B: Business Areas 100 Gross 2.9 2 1011 HEIGHT INCREASE FOR SPRINKLERS R 0-0"/0 200"/ 1
1012 GUARDIAN AD LITEM OFFICE 222 SF | B: Business Areas 100 Gross 2.2 1 1012 ACTUAL HEIGHT 156"/ 1 210"/ 1
1013 GUARDIAN AD LITEM OFFICE 214 SF | B: Business Areas 100 Gross 2.1 1 1013
1014 |DEP.CO. ATTY. 188 SF | B: Business Areas 100 | Gross 19 1 1014 (‘S\ELCTng‘S’!’SA&?ABLLESQREA
1015 DEP. CO. ATTY 188 SF | B: Bus!ness Areas 100 Gross 1.9 1 1015 BASE ALLOWABLE AREA PER FLOOR (Al s - 5 | ot MOST RESTRICTIVE
1016 DEP. CO. ATTY. 188 SF | B: Business Areas 100 Gross 1.9 1 1016 ULSF | ULSF | ULSF |48000SF QCCUPANCY 'A-3': 9,500 SF
1017 DEP. CO. ATTY. 188 SF | B: Business Areas 100 Gross 1.9 1 1017 ) )
1018 COUNTY ATTY 250 SF | B: Business Areas 100 Gross 2.5 1 1018 :j,f[g/’\é,m(? ZES’]A\F;V%})WCREASE (1 0 0 05 0 [467.66'/ 582'3.355' 0.25] 30/30
1019 VESTIBULE 39 SF| B: Business Areas 100 Gross 04 1019 ISECTION 5062 EQUATION 51
1020 CASE MGR. 151 SF | B: Business Areas 100 Gross 1.5 1 1020 SPRINKLER AREA INCREASE (Is) NA | NA 3 NA 1 STORY A?OVE GRADE
1021 CONFERENCE 256 SF | B: Business Areas 100 Gross 2.6 1021 (SECTION 506.3) =3
1022 FILES / STOR. 68 SF | B: Business Areas 100 Gross 0.7 1022 INCREASED ALLOWABLE AREA PER FLOOR ULSF | ULSF | ULSF (48,000 SF 43.225 SF
1023 TOILET 58 SF | B: Business Areas 100 | Gross 06 1023 {Af+ [ALxIF] + [Afxls ] comons) |
1024 LEGAL ASSISTANCE / RECEPTION & FILES 804 SF|B: Business Areas 100 | Gross 8.0 4 1024 UNLIMITED AREA BUILDING? secronson| N0 | NO | NO | NO NO
1025 COPY / WORK 47 SF|B: Business Areas 100 | Gross 05 1025 SPECIAL PROVISIONS? secronsig) NA | NA | NA | NA N/A
1026 PUB. TERM. 341 SF | B: Business Areas 100 Gross 34 1026 ACTUAL AREA 1,615 SF | 11,686 SF|27,536 SF| 3,157 SF 19,338 SF
1027 JUDICIAL SERV. & REP. 820 SF | B: Business Areas 100 Gross 8.2 4 1027 TYPE TYPE
1028 COURT CLERK 120 SF | B: Business Areas 100 Gross 1.2 4 1028 g&ﬁﬂﬁﬂﬁ” CLASSIFICATION -B I-B
1029 WORK AREA 120 SF | B: Business Areas 100 Gross 1.2 4 1029 REQUIRED RATING
1030 |CASE MGR 151 SF | B: Business Areas 100 | Gross 15 1 1030 FIRE-RESISTANCE RATING - BUILDING ELEMENTS ULLISTING
1031 FLEX OFFICE 148 SF | B: Business Areas 100 Gross 15 1 1031 STRUCT FRAME, INCLUDING COLS, GIRDERS & 1 HOUR 0 HOUR
1032 FILES / VAULT 172 SF | B: Business Areas 100 Gross 1.7 1032 TRUSSES (SEE GI5XX SHEETS) N/A
1033 CORRIDOR 546 SF | B: Business Areas 100 Gross 5.5 1033 2 HOUR 0 HOUR
1034 BREAK AREA 408 SF | B: Business Areas 100 Gross 4.1 1034 BEARING WALLS, EXTERIOR (SEE GI501) N/A
1035 TOILET 55 SF | B: Business Areas 100 Gross 0.5 1035 2 HOUR 0 HOUR
1036 JUV COURT JUDGE 252 SF | B: Business Areas 100 Gross 2.5 1 1036 BEARING WALLS, INTERIOR (SEE GI50X SHEETS) N/A
1037 |TOILET 60 SF | B: Business Areas 100 | Gross 0.6 1037 NONBEARING WALLS, EXTERIOR PER FIRE RESISTANCE RATING - FIRE
o JrowEr 1o B B e 00 | ooee os 5 NONBEATING VALLS, NTEROR SEPARATION DISTANGE ELO
: Business Areas ross .
1040 |DIST COURT JUDGE 255 SF | B: Business Areas 100 | Gross 25 1 1040 AF\LN%OJ%%%EST INCLUDING SUPPORT BEAMS o G2I5Ij(())(USF}{-iEETS) 0 HN‘/)AJR
1041 TOILET 54 SF | B: Business Areas 100 Gross 0.5 1041
1042 |TOILET 62 SF B: Business Areas 100 | Gross 06 1042 ggﬁ&sﬂ“ﬂ (')'ﬁgTLSUD'NG SUPPORT - G1|5|;|(())(USF|{-|EETS) 0 MJR
1043 MECHANICAL 455 SF| U: Accessory Storage areas, mechanical equipment room 300 Gross 1.5 1043
1044 ELEC 68 SF | U: Accessory Storage areas, mechanical equipment room | 300 Gross 0.2 1044 FIRE-RESISTANCE RATING - FIRE SEPARATION DIST REQUIRED RATING
1045 DATA 85 SF | U: Accessory Storage areas, mechanical equipment room 300 Gross 0.3 1045 (TABLE 602
1046 VESTIBULE 56 SF | B: Business Areas 100 Gross 0.6 1046 < §' (PARAPET REQUIRED PER SECTION 704.11.1) 1 HOUR 1 HOUR
1047 4-WAY 73 SF | B: Business Areas 100 | Gross 0.7 1047 >=5'AND <10 f HOUR f HOUR
1048 HOLDING AREA 210 SF|B: Business Areas 100 Gross 2.1 1048 >= 10" AND < 30! 1 HOUR 1 HOUR
1049 HOLD 110 SF B: Business Areas 100 | Gross 1.1 1049 >= 30 0 HOUR 0 HOUR
1050 HOLD 116 SF | B: Business Areas 100 Gross 1.2 1050 AUTOMATIC SPRINKLER SYSTEMS NONE PER
1051 WOMEN 127 SF | B: Business Areas 100 | Gross 1.3 1051 SECTION 805 903.3.2
1052 MEN 120 SF | B: Bus?ness Areas 100 Gross 1.2 1052 MEANS OF EGRESS
1053 FLEX OFFICE 136 SF | B: Business Areas 100 Gross 1.4 1 1053 (SECTION 1009
1054 VEST. 60 SF | A-3: Courtrooms 40 Net 15 1054 FLOOR AREA IN SQUARE FEET PER OCCUPANT (TABLE 1004.1.1) SEE SCHEDULE AT LEFT
1055 JUVENILE COURT COURTROOM 1,446 SF | A-3: Courtrooms 40 Net 36.1 1055 ACTUAL FLOOR AREA SEE SCHEDULE AT LEFT
1055A COURTROOM GALLERY 336 SF | A-3: Fixed Seating 0 Fixed 40 40.0 1055A DESIGN OCCUPANT LOAD - SEE SCHEDULE AT LEFT & SHEET GI101
1056 INTERVIEW 136 SF | B: Business Areas 100 Gross 1.4 1056
1057 |FLEX OFFICE 151 SF| B: Business Areas 100 | Gross 15 1 1057 (EGRESS}N'DT“
1058 VEST. 60 SF | A-3: Courtrooms 40 Net 1.5 1058 ' ] .
1059 DISTRICT COURT COURTROOM 1,571 SF | A-3: Courtrooms 40 Net 39.3 1059 giEEFS{SEgg\EASPSEZTATF’\(I)VILEI)EE-iT F\;\IIEIF[{)TCI)-ICEISSCI'\IRTED %j 07115
1059A COURTROOM GALLERY 364 SF | A-3: Fixed Seating 0 Fixed 36 36.0 1059A - -
1060 |INTERVIEW 151 SF |B: Business Areas 100 | Gross 15 1060 OTHER EGRESS COMPONENT WIDTH PROVIDED 10 L
1061 CORRIDOR 1,209 SF | A-3: Courtrooms 40 Net 30.2 1061 CORRIDORS
1062 HOLD 139 SF | B: Business Areas 100 Gross 14 1062 (SECTIONTE91, 1978
1063 HOLD 139 SF | B: Business Areas 100 Gross 14 1063 REQUIRED FIRE-RESISTANCE RATING (SECTION 1016.1 & TABLE 1016.1) 1-HOUR 0-HOUR
1064  |HOLDING AREA 302 SF| B: Business Areas 100 | Gross 3.0 1064 MINIMUM WIDTH secron 0251 44" OR 44" OR
1065 | 4-WAY 60 SF | B: Business Areas 100 | Gross 06 1065 PER 10051 PER 10051
1066 TRANSFER HALL 261 SF| B: Business Areas 100 Gross 2.6 1066 EXITS 4 4
1067 DATA 49 SF | B: Business Areas 100 Gross 0.5 1067 (SECTION 1020.1, TABLE 1020.1, SECTION 1021.2 & TABLE 1021.2)
1068 TOILET 51 SF | B: Business Areas 100 Gross 0.5 1068 SEE SCHEDULE "MINIMUM PLUMBING FACILITIES"
1069 CORRIDOR 775 SF| B: Business Areas 100 | Gross 7.8 1069 (MINIMUMF:BLUMB)I NG FACILITIES AT LEFT
o e 25123 Corte. o TR ot .
. -0. Lourrooms € : (SECTION 1103)
1072 INTERVIEW 83 SF | B: Business Areas 100 Gross 0.8 1072 TOTAL PARKING SPACES PROVIDED 45 PUBLIC 16 PUBLIC , 24 SECURE
1073 |VEST. 35 SF | A-3: Courtrooms 40 Net 0.9 1073 REQUIRED MINIMUM NUMBER OF ACCESSIBLE SPACES NA »
1074 STORAGE 334 SF | B: Business Areas 100 Gross 3.3 1074 (SECTION 1106.1 & TABLE 1106.1) i
1075 CIRCULATION 367 SF | B: Business Areas 100 | Gross 3.7 1075 ACCESSIBLE PARKING SPACES PROVIDED N/A 4,2
1076 | CLERKS 377 SF | B: Business Areas 100 | Gross 38 6 1076 VAN ACCESSIBLE PARKING SPACES REQUIRED (1/6): -~ NIA 1,1
1077 OFFICE 101 SF|B: Bus!ness Areas 100 Gross 1.0 1 1077 VAN ACCESSIBLE PARKING SPACES PROVIDED: N/A 21
1078 SHERRIFF SPACE 1,590 SF | B: Business Areas 100 Gross 15.9 1078
E163 JUSTICE COURT JUDGE 293 SF | B: Business Areas 100 Gross 29 1 E163
E302 SECURITY 89 SF | U: Accessory Storage areas, mechanical equipment room 300 Gross 0.3 E302
E303 TOILET 111 SF | B: Business Areas 100 Gross 1.1 E303
E304 JANITOR 29 SF |U: Accessory Storage areas, mechanical equipment room 300 Gross 0.1 E304
E305 TOILET 112 SF | B: Business Areas 100 Gross 1.1 E305
E315 JUSTICE COURT COURTROOM 1,153 SF | A-3: Courtrooms 40 Net 28.8 E315
E315A  |COURTROOM GALLERY 387 SF | A-3: Fixed Seating 0 Fixed 50 50.0 E315A
E317 INTERVIEW 125 SF | B: Business Areas 100 Gross 1.3 E317
E322 JURY ROOM 379 SF | B: Business Areas 100 Gross 3.8 E322
E324 TOILET 52 SF | B: Business Areas 100 Gross 05 E324
E325 TOILET 55 SF | B: Business Areas 100 Gross 05 E325
E330 WAITING 115 SF | B: Business Areas 100 Gross 1.1 E330
E332 PROBATION 136 SF | B: Business Areas 100 Gross 1.4 1 E332
E333 PROBATION 150 SF | B: Business Areas 100 Gross 1.5 1 E333
E719 EXIT 35 SF | B: Business Areas 100 Gross 0.4 E719
E720 ENTRY 36 SF | B: Business Areas 100 Gross 04 E720
28,173 SF 735.5 44
MINIMUM PLUMBING FACILITES PER IBC 2012 TABLE 2902.1
MEN (50%) WOMEN (50%)
We/ MAX PLUMBING FIXTURES PROVIDED
AREA OCCUPANCY: DESCRIPTION PERSONS MEN | URINAL | URINALS | LAV | WOMEN | WC | LAV | DF NOTES
FIXTURE QTY
4481 SF | A-3: Assembly w/o fixed seating: Unconcentrated 298.75| 149.38 1.49 075 149 14938 149 149 0.30 WC/ LAV COMBO (DETENTION) 4
5972 SF | A-3: Courtrooms 149.30 74.65 0.75 037 0.75 7465 075 075/ 0.15 WATER CLOSET 14
1088 SF | A-3: Fixed Seating 126.00 63.00 0.63 0.32] 0.63 63.000 063 063 013 URINAL 3
15907 SF | B: Business Areas 159.07 79.54 2.59 1.30  1.99 7954 259 199 1.59 LAVATORY 21
725 SF | U: Accessory Storage areas, mechanical equipment room 242 1.21 0.01 0.01 0.01 1.21 0.01, 0.01] 0.00 DF (2 PER FIXTURE) 2
28173 SF 73555  367.77 5.47 274 487 36777 547 487 217

Original drawings remain the property of the
Architect and as such the Architect retains
total ownership and control. The design
represented by these drawings is sold to the
client for a one time use, unless otherwise
agreed upon in writing by the Architect.
© Architectural Nexus, Inc. 2014

DUCHESNE COUNTY JUSTICE CENTER
Duchesne, Utah
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1 2 3 4 5 6 |

A SEE LISTING FOR FIRE RATING OF WALL TYPES ON 3
— o e 1-HOUR FIRE BARRIER CONSTRUCTION SHEETS GI501 THROUGH GI50x.
B. NOTE: ONLY WALLS NOTED ON THIS SHEET (GHO1)
= - = = 2-HOURFIRE BARRIER CONSTRUCTION ARE REQUIRED TO BE FIRE-RATED. SOME WALLS MAY 0
BE REFERENCED TO A WALL CONSTRUCTION TYPE
— <« « = 3-HOUR FIRE WALL CONSTRUCTION u
WHICH HAS A FIRE-RATING, BUT THE RATING IS NOT
500" REQUIRED UNLESS SO NOTED ON THIS SHEET.
""""" #»  DIRECTION OF EGRESS C. PENETRATIONS THROUGH FIRE RATED ASSEMBLIES -
T A SHALL BE FIRE STOPPED IN ACCORDANCE WITH §
ﬁf&UE%ARNETSSSATTRE’\‘\)/'ENLTD?QTE\%%EESS SHEET GI510 & GI511, AND WRITTEN INSTRUCTION
FROM THE MANUFACTURER OF THE FIRE STOPPING o
, . MATERIAL. i}
% D. WALLS AND FLOOR / CEILINGS SURROUNDING EXIT
{ PASSAGEWAYS SHALL NOT BE PENETRATED WITH <
OCCUPANTS AT POINT OF EGRESS DUCTS, PIPING CONDUITS, ETC. UNLESS NECESSARY
TO SERVICE OR PROTECT THE EXIT ENCLOSURE.
FEC  FIRE EXTINGUISHER CABINET THERE SHALL BE NO COMMUNICATION OPENING OR Architectural NEXUS, Inc.
PENETRATIONS BETWEEN ADJACENT EXIT 2505 EastPareys Way
ENCLOSURES. PENETRATION SHALL BE FIRE alt Lake City, Uta
STOPPED IN ACCORDANCE WITH THE DETAILS ON 1 891.922.5089 | 991.924.9901
SHEETS GI510 & GI511 AND WRITTEN INSTRUCTION http://www.archnexus.com
FROM MANUFACTURER OF THE FIRE STOPPING T ——
MATERIAL.

MNME XS

SALT LAKE CITY

CODE ANALYSIS

DUCHESNE COUNTY JUSTICE CENTER - RENOVATION (EXISTING)
APPLICABLE CODES

Year Year

International Building Code __ 2012 National Electrical Code __ 2011
International Mechanical Code 2012 Uniform Code for

International Fuel Gas Code 2012 Building CO"S.?fVEtiOH %
International Plumbing Code 2” 2 ADA Agcessblllty
International Fire Code 2012 Guidelines _2010

International Energy

Conservation Gode 2z ICOrASIATT A0 Original drawings remain the property of the
A.  Occupancy and Group: A3 B 3 S Architect and as such the Architect retains
Change in Use: Yes No_ X Mixed Occupancy: Yes_X_ No total OWnerShip and Contro" The deSign
Special Use and Occupancy (e.g. High Rise, Covered Mall): N/A represented by these draWingS is sold to the
client for a one time use, unless otherwise
B.  Seismic Design Category: D Design Wind Speed: EXQF? 5 mph agreed Upon in ertlng by the ArChiteCt.

© Architectural Nexus, Inc. 2014

C.  Type of Consttuction (circle one):
1 i I I I I I
A A B A B HT A [PROJECT TITLE

D.  Fire Resistance Rating Requirements for the Exterior Walls based on the fire
separation distance (in hours):

North: 0 South: 0 East: 0 West: 0

ol

E.  Mixed Occupancies: ﬂ Nonseparated Uses: &
F: Sprinklers:

Required: & Provided: LS;H ONLY

Type of Sprinkler System (IBC 903.3.1)___ NFPA 13

N 1 T+ T 1 T T G:  Number of Stories: 1 Building Height: 200"

H:  Actual Area per Floor (square feet): 50,802
Tabular Area: (table 503): _A-3: UL SF, B: UL SF, I-3: UL SF, S-1: 48,000 SF

|
J: Area Modifications:

Official for Complex Buildings. Including, but not limited to:
a) High Rise Requirements.
b) Atriums.
c) Performance Based Criteria.
d) Means or Egress Analysis.
e) Fire Assembly Locator Sheet.
f) Exterior and Interior Accessibility Route.
g) Fire Stopping, Including Tested Design Number.

EXISTING (RENOVATION) ‘ ADDITION (NEW)

7 5= EXIT (JAIL ONLY) e

DUCHESNE COUNTY JUSTICE CENTER - ADDITION (NEW)

j ' APPLICABLE CODES
: i —— Year Year
SN .o 1 06_ EX International Building Code __ 2012 National Electrical Code 20
>"! International Mechanical Code __ 2012 Uniform Code for
<) ' ] 2012
' 0
4

a) A= {A‘+ |:A‘ X I{| + |:A‘ X I{| } l,= |:|:/p_0.25i|wl30
M A-3:Aa=UL  B:Aa=UL A3 1f=0 B:If=0
l-3: Aa= UL S-1: Aa=48,000 [-3:1f=0.5 S-1:1f=0
b) Sum of the Ratio Calculations for Mixed Occupancies:
Actual Area <1 NJA
Allowable Area
c) Total Allowable Area for: m
1) onestory: A-3:=UL, B:=UL,I-3: = UL, S-1: =48,000
) 2) TwoStory: A [2) m
3) Three Story: A 43).
1 d) Unlimited Area Building: Yes X No Code Section: I
.
K. Fire Resistance Rating Requirements for Building Elements (hours). Z
Type IB construction, per IBC 2012, Table 601 m
Element Hours As_sembly Element Hours As*mbly
Listing Listing : :
Exterior Bearing Walls Floors - Ceiling Floors 2
Interior Bearing Walls Roofs - Ceiling Roofs 1
Exterior Non-Bearing Walls Exterior Doors and Windows
Structural Frame Shaft Enclosures /A
Partitions - Permanent Fire Walls
Fire Barriers Fire Partitions
N Smoke Partitions 0
I
L. Design Occupant Load: 320 I
Exit Width Required: 04" Exit Width Provided: 180" m c
M. Minimum Number of Required Plumbing Facilities: D wid
i a) Water Closets - Required (m) 9 (f) 5  Provided(m)__ 9 (9 ﬁ :
M b) Urinals - Required(m)__ 0 ()0  Provided(m)__ 2 (f)_0 -
/ﬂ ¢c) Lavatories - Required(m)__ 3 (f)__ 3 Provided(m)__ 7 (f)__T q,
+ - E ni d) Bath Tubs or Showers: :
( W ¥ e) Drinking Fountains: 2 Service Sinks: __3 w
‘ ‘ FOOTNOTES: w
; N | | pra c
‘ ‘ 1) Incase of conflict with the U.S. Department of Justice Federal Registers Parts I
ﬁ through ¥- ADA Guidelines and specific reference to the International Building O
L J Code Accessibility Chapters, the more restrictive requirement shall govern. :
2) Additional Code Information shall be provided at the discretion of the Building O D

\BSG

S

A= {A‘+|:A‘ x |f] + |:A‘ x |5] } 1= [F/P—O.ZS]W/30

Aa={9,500 +[9,500 x 0.5+ [9,500x 3] } If= [467.66'/ 586.33' - 0.25] 30/30
Aa= 9,500 + 5,225 + 28,500 If=0.55
Aa= 43225

b) Sum of the Ratio Calculations for Mixed Occupancies:

A-3 OCCUPANCY

wlo Fixed Seating:
Unconcentrated
1780 sf/ (15 sf/ acc) = 119 occ

Acalfrea < 4 19333 SF/43225SF = 0.45

Allowable Area

' :n:emaiilonallililel(s?s (():ot;ije % % it;ﬂi:%;z;si;;\{;tion
. = N ol 5 cereretereresiereieieiiereaeaes T P . N F peneiona e cose U AT _a
f Sum— === - $ 5! \H/ . 0 international Energy 2012 ICC/ANSIA117.1 2003
NS | . =
f‘ ................. ] . i 7:ﬂu‘ J_\ 1 : A.  Occupancy and Group: A3 B
—z—= ~ ] \R | & T ‘ — . Change in Use: Yes No_ X Mixed Occupancy: Yes __ X No
" ' HA/ ‘ A A ‘ : SpeciZI Use and Occupancy (e.g. High Rise, CoveredpMaII)),: __N/A
: : 5 7 1818 . : 7 N—
. eismic Design Category: __ D esign Win eed: 90 my
I-3 OCCUPANCY : D ; -
Institutional: Unconcentrated ' ] I ' C- Type of Construction (circle one)
1606 sf / (15 sf/ occ) = 108 occ . ( O ] ' L 1L 1 a r zr & I I
' (49 MAX) : A-3 OCCUPANCY . I A-3 OCCUPANCY I[] A-3 OCCUPANCY : D Fire Resistance Rating Requirements for the Exterior Walls based on the fire
) E Courtroom: Unconcentrated : ( Courtroom: Unconcentrated E Courtroom: Unconcentrated 0 E Sepa'a“mbd‘sfame (in MB'SY 0 0
i \ ‘ 1157 sf / (40 sf/ occ) = 29 oce < d 1628 sf / (40 sf/ occ) = 41 oce 1504 sf / (40 sf/ occ) = 38 oce ' North: South: Bast: West:
: [ : E.  Mixed Occupancies: YES Nonseparated Uses: YES
o : ' < M:D % Eb] : F: Sprinklers:
’ ] :] ' ade ided-
. : " A-3 OCCUPANCY : o ‘ LQUQJ L;r\;r\;vJ t\.;ﬂ;’r\;\J LQUQJ ' Roqured: YES — provided: YES
| | Y P - Courtroom: Fixed Seating . ; ‘ ' . Type of Sprinkler System (IBC 903.3.1)___ NFPA13
‘ ‘ 1 50 0ocec \:\ \L \E ' DDDDDD‘ p D DDDDD DDDDDD ) c DDDDDD . : G:  Number of Stories: 1 Building Height: 21'-0"
: M :Q- : \ l I . g : H:  Actual Area per Floor (square feet): 19,338 _
l J -w J. [ R LN L) E : I: Tabular Area: (table 503): _ A-3:9,500 SF
- - g oot NN SIS | | | Lo =2 Ty | i #.  REVISIONS
¢ J: Area Modifications:
[
[
=1 [ 37 '
"
[
[
[
[
[
[
[
[
[
[
L

:
(]
! A-3 OCCUPANCY

| <17
EXIT 62— y -4 .

. T F

c) Total Allowable Area for:
1) One Story: 43,225 SF
2) Two Story: A 42)
3) Three Story: A (3)

w/o Fixed Seating:

‘A Unconcentrated D[E |

3 3245'sf /(15 f [ occ) = 217 oce

d) Unlimited Area Building: Yes No X Code Section:

K. Fire Resistance Rating Requirements for Building Elements (hours).

185-0" Type IIB construction, per IBC 2009, Table 601
=\._r - o = Element Hours As_sembly Element Hours Asger_nbly
Listing Listing

MITTAL

y 1 = e SIS — P = m |
‘ = @ N| N &0 5= EXIT e gy ey NEXUS PROJECT # 13101
xterior n-searing Walls xterior Doors al Indows
1 N N Sarios Pamaren v 3 =) CHECKEDBY: SMS
Fire Barriers Fire Partitions
/ﬂ I_ Smoke Partitions 0 w DRAWN BY- Author
—— | T === K — L. Design Occupant Load: 491 Z DATE' 18 APRIL 2014
.‘j \ >< Exit Width Required: 74" Exit Width Provided: 144" w _
< L] .
é @ @ @ @ EXlSTlNG (RENOVAT'ON) ADDlTlON (NEW) QI M. Minimum Number of Required Plumbing Facilities: SHEET CONTENTS:

a) Water Closets - Required (m) __ 9 (f)__ 5 Provided(m)__ 4 (f)__T

GROSS AREA: 50,802 SF GROSS AREA: 19 338 SF b) Urinals - Required(m) 3 (f)__ 0 Provided(m)__ 3 (f)_0 m T\(
DESIGN OCCUPANT LOAD: 320 | DESIGN OCCUPANT LOAD: 491 0 Lovtorer - et 505 poveatm 606 | LY IF-’IISENSAFE

e) Drinking Fountains: 3 Service Sinks: __1

FOOTNOTES:

1) Incase of conflict with the U.S. Department of Justice Federal Registers Parts T
through ¥.- ADA Guidelines and specific reference to the International Building
Code Accessibility Chapters, the more restrictive requirement shall govern.

A-3 OCCUPANCY

Courtroom: Fixed Seating
40 occ

A-3 OCCUPANCY

Courtroom: Fixed Seating
36 occ

2) Additional Code Information shall be provided at the discretion of the Building
Official for Complex Buildings. Including, but not limited to:
High Rise Requirements.

/1 \LEVEL 01 - EXITING AND OCCUPANCY D e

c) Performance Based Criteria.
Gl 1 01 1 /1 6" = 1 "O" d) Means or Egress Analysis.
e) Fire Assembly Locator Sheet.

f) Exterior and Interior Accessibility Route.
g) Fire Stopping, Including Tested Design Number.
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SACRAMENTO

A TEMPORARY WALL WILL @ @ @ @

BE NEED TO BE PROVIDED m
HERE DURING PHASES | & RE-LOCATE EXISTING
Il CONSTRUCTION PRISON YARD FENCE

PHASE | .

1. DEMO SITE AND PREP FOR FOOTINGS AND

©
NE XU S

SALT LAKE CITY

(H— — FOUNDATION OF NEW ADDITION <
————————————————— e 2. PROVIDE DUST AND SOUND CONTROL TO ADJACENT
} OCCUPIED SPACES. COORDINATE WITH OWNER FOR !
: \ : T = — 65) TIMES OF DISRUPTIVE CONSTRUCTION Architectural NEXUS, Inc.
I\ /l | , 7 f I 2505 East Parleys Way
I P ‘ i | Salt Lake City, Utah 84109
Q ﬁ — ‘ A~ i!é i I O T 801.924.5000 F 801.924.5001
G - 7 T A ‘ T g - | e i =~ E 7~ G .
». t- -j ] = / | 7 | i ,‘fii 7 7 7 | ‘I[ http://www.archnexus.com
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v 2w a4 | |
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) . . | "os’ ol / i |
| ) % R ¢ |
| ' 77777 % «z;f | i |
| | I f 550 i [ o vy /I/!//’,;fg / . I
, . I 1 g 7w 77777 ¢ /,,i,\\ X | Original drawings remain the property of the
@ _ ‘ ; 100520 ! 9 e, 4 i . : 744 g2 / ;Jj_ ‘ 1 @ Architect and as such the Architect retains
‘ VKA VK 7 4 7 total ownership and control. The design
| I 7 I 7% !T % : represefnted by these drawings is sold to the
4 v % s \ lient ti , unl therwi
| " 72 @a - W ] ¥ agreed upon in writing by the Architect.
° S v / \\\J ’l' i// \\j [ I”.-‘ 7 '::':::1 e 1 i I © Architectural Nexus, Inc. 2014
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(n) _ REMAIN IN OPERATION DURING | Y
PHASE | CONSTRUCTION
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O
/ C1\PHASE | L
G171/ 1/16" = 1-0" O
-
(/p <
- >
ﬁ :
A TEMPORARY EGRESS CORRIDOR MAY ":’
NEED TO BE PROVIDED OR THE )
"OUTDOOR RECREATION" AREA WILL - _aca
NEED TO BE TEMPORARILY CLOSED
3
(4) (5) DURING PHASE Il CONSTRUCTION @ ‘B‘ET ﬁgES%RgE%I{)I},YgIéé (15) (1) (1e) (19) 8 8
| A TEMPORARY EGRESS CORRIDOR MAY s o ggﬁ'g?:l'fc'ﬁ%zHASE I | | | | | O
NEED TO BE PROVIDED FOR SRS | TEMPORARY MODIFIED ACCOMODATIONS LLI
EMERGENCY EGRESS FROM THE T WILL NEED TO BE MADE FOR ACCESS TO
<|< | 2
PRISON AREA DURING PHASE Ii e
~ = COURTROOM ROOM #114 ALONG GRID 13
+ G AL, S Er SRS @
() — T - = —— — B S SRS \\\\\\Q\\\\\\\WW 1. PROVIDE MERV-13 FILTERS IN EXISTING VAV SYSTEM %
- | / :\\\\\\\\\\\\\\\\\\\\\\\‘\\\\\\\\\\\\\\\\\\\\\\\\ o THAT SERVICES RENNOVATED SPACES AT BOTH
(H)— BN ) Y iis) SUPPLY AND RETURN. CHANGE FILTERS MONTHLY O
| Ty Yy | o \ DURING CONSTRUCITON. >
< =t g 0 _ _ o9 2. TEMPORARY WALLS ARE NOT TO DAMAGE EXISTING 0
\ A k= /’ . FINISHES. IF DAMAGED, PATCH AND REPAIR TO MATCH
Z —IIIIIIIIIIIIIIIIII§1/ /Ig;’EIIIIIIIII”III\IIIIIIIIIIA/ =*Illllllllllllllllﬂ 74 % %ﬁ 7% I 0 B EXISTING FINISHES.
' i a0
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NS N—
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PROVIDE MERV-13 FILTERS CHANGED ‘ } 4 | ’g’ BN - |
MONTHLY IN EXISTING CONSTRUCITON % "/ g % Lg - |
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A TEMPORARY WALL WILL BE NEEDED I P H AS E I I I | —
HERE DURING PHASE Il CONSTRUCTION L/— | . I p —
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4 f 515 J| | RULMHUBDLIINNR L PROPOSED LOCATION FOR TEMPORARY 00 nexus PROJECT # 19101
7 1\ 77777 T W A TEMPORARY EGRESS DOOR WILL | AMMIbhihiaa ninhnt JUDGE CHAMBERS DURING PHASE Il —) CHECKED BY: sms
F - = - 8 - I - NEED TO BE PROVIDED HERE ‘7 | 1015 \ 018 \“ “ CONSTRUTION D prawn BY: Author
LS “~DURING PHASE Il CONSTRUCTION & , N , .
B — » RS\ R Z e
: -]
( : — - \ \ \ \ \ SHEET CONTENTS:
‘ PROBATION, JUDGE, AND /
CLERKS WILL NEED TO BE —— PROPOSED LOCATION FOR TEMPORARY PHASING PLANS
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
XM08.01 FIRE RATING: NONE XS06.01 FIRE RATING: NONE XS06.10 FIRE RATING: 1HR XS06.20 FIRE RATING: NONE
HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEEDETALS ~ FIRETEST: UL U404 (NON-BEARING) | HEIGHT: SEE A210 SERES  FIRE TEST:
HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
115/8" 1-17/8" 10" 11"
% A EXTERIOR SIDE: / / EXTERIOR SIDE: % A EXTERIOR SIDE: / y / EXTERIOR SIDE: T ————
" 191 WI |
OF | — -~ BRICK VENEER 1T [ BRICKVENEER 1T [ (9 COAT EXTERIOR GRADE EPOXY ALUMINUM COMPOSITE PANEL Architect and as such the Architect retains
O g 1. ‘ ' PAINT / total ownership and control. The design
O D y —— AIR SPACE ! ./"' | (1) LAYER 5/8" TYPE 'X' MOISTURE . / 2" FOAM BOARD INSULATION relprestefnted by tr;ese drawin?s is Stohld to the
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
XM08.02 FIRE RATING: NONE XS06.02 FIRE RATING: NONE XS06.11 FIRE RATING: NONE XS06.21 FIRE RATING: NONE
HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A210 SERES  FIRE TEST: 14
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XS06.12 FIRE RATING: NONE XS06.22 FIRE RATING: NONE Cco0 FIRE RATING: NONE LLI
HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A210 SERES  FIRE TEST: HEIGHT: SEE A201 SERES  FIRE TEST: .
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
008 FIRE RATING: NONE S08 FIRE RATING: NONE S29 FIRE RATING: S31T FIRE RATING: 1HR S36S FIRE RATING: NONE
HEIGHT: TODECK ABOVE  FIRE TEST: HEIGHT: TODECK ABOVE  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: TODECK ABOVE ~ FIRETEST: UL U419 (NON BEARING) | HEIGHT: TODECK ABOVE  FIRE TEST:
HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL; SOUND RATING: STC 45
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
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| 2 1/2" METAL STUD FRAMING @ 16" O.C. i ——— 35/8" METAL STUD FRAMING @ 16" O.C. y —— 35/8" METAL STUD FRAMING @ 16" 0.C
CORE: - 7% CHANNEL @ 16" 0. _ 2" FOAM BOARD INSULATION '- 3" SOUND ATTENUATION BLANKET
@16'0.C. WHERE ADJACENT TO EXTERIOR |
.' , CONCRETE WALL ;
i ._ INTERIOR SIDE: e INTERIOR SIDE: INTERIOR SIDE:
_ ? 1 5/8" TILE BACKER BOARD WHERE TILE ’
INTERIOR SIDE: . INTERIOR SIDE: | | / OCCURS. 5/8" MOISTURE-RESISTANT
\ : 1 TYPE 'X' GYPSUM BOARD OTHERWISE. | "
/ (1) LAYER 5/8" GYPSUM BOARD | (1) LAYER 5/8" GYPSUM BOARD ' UAPOR RETARDER ) (1) LAYER 5/8" GYPSUM BOARD
LAMINATE TO SURFACE ' / CERAMIC TILE OVER THIN SET MORTAR /
' | / \éVgI\ESFEEAT[I)EJCV%E_,\L” TOBATERIOR """ BED. SEEFINISH SCHEDULE AND ; ACOUSTIC SEALANT EACH SIDE
A ‘ , INTERIOR ELEVATIONS FOR EXTENTS, ) AT BOTTOM
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
009 FIRE RATING: NONE S09 FIRE RATING: NONE S29T FIRE RATING: NONE S32 FIRE RATING: 2HR S36ST FIRE RATING: NONE
HEIGHT: GN.'N,PERDTL,  FIRE TEST: HEIGHT: GN.'N,PERDTL,  FIRE TEST: HEIGHT: GN.'N,PERDTL,  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: TODECK ABOVE  FIRE TEST:
HEAD DETAIL: ORE"AF.C.  SOUND RATING: NONE | HEAD DETAIL: ORE"AF.C.  SOUND RATING: NONE | HEAD DETAIL: ORE"AF.C.  SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: HEAD DETAIL: SOUND RATING: STC 45
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S05.01 FIRE RATING: 2HR S09T FIRE RATING: NONE S31 FIRE RATING: 1HR S36 FIRE RATING: S36T FIRE RATING: NONE
HEIGHT: PERDETAILS  FIRE TEST: HEIGHT: GN.'N,PERDTL,  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: FIRE TEST: NONE
HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL; ORE"AF.C.  SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: HEAD DETAIL; SOUND RATING: HEAD DETAIL; TODECK  SOUND RATING: STC 45
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: S039134109
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FURRING X CONTINUOUS ——— 35/8" METAL STUD FRAMING @ 16" O.C. ‘ |
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) 5/8" TILE BACKER BOARD WHERE TILE i 5/8" TILE BACKER BOARD WHERE TILE
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(2) LAYERS 5/8" GYPSUM BOARD CERAMIC TILE OVER THIN SET MORTAR . (1) LAYER 518" TYPE "X’ GYPSUM BOARD ., (1) LAYER 5/8" GYPSUM BOARD | CERAMIC TILE OVER THIN SET MORTAR
L BED. SEE FINISH SCHEDULE AND / BED. SEE FINISH SCHEDULE AND
{7 INTERIOR ELEVATIONS FOR EXTENTS, \ ] . INTERIOR ELEVATIONS FOR EXTENTS
SIZE AND TYPE. ‘ !
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR ~ SZEANDTYPE.
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S05.02 FIRE RATING: NONE S28 FIRE RATING: S31A FIRE RATING: 1HR S36A FIRE RATING: NONE
HEIGHT: PERDETAILS  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: TODECK ABOVE  FIRE TEST: UL U440 | HEIGHT: TODECK ABOVE  FIRE TEST:
HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL; SOUND RATING: HEAD DETAIL; SOUND RATING: STC58 | HEAD DETAIL: SOUND RATING: STC 58
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
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7%2% EXTERIOR SIDE: A7, EXTERIOR SIDE: AR EXTERIOR SIDE: AR EXTERIOR SIDE:
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. | T | CORE:
~ 35/8" METAL STUD FRAMING @ 16" O.C.
CORE: CORE: CORE: ———— RESILIENT ACOUSTICAL CLIPS WITH 7/8"
—— OPPOSING 7/8" X 1 3/8" METAL ANGLE —— 21/2" METAL STUD FRAMING @ 16" O.C. , ——— 35/8" METAL STUD FRAMING @ 16" O.C. FURRING CHANNEL @ 24" O.C. VERTICAL
B RUNNERS FURRING X CONTINUOUS o BORD INSULATION I  RESILIENT ACOUSTICAL CLIPS WITH 7/8" ——— 3" SOUND ATTENUATION BLANKET
' I' WHERE ADJACENT TO EXTERIOR FURRING CHANNEL @ 24" O.C. VERTICAL INTERIOR SIDE:
Pt CONCRETE WALL — 3" SOUND ATTENUATION BLANKET ) (2) LAYERS 5/8" GYPSUM BOARD
INTERIOR SIDE: INTERIOR SIDE: INTERIOR SIDE: |
1) LAYER 5/8" GYPSUM BOARD 1
it g ] (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD b
| (1) LAYER 5/8" GYPSUM BOARD | VAPOR RETARDER I / 1
L P/ WHERE ADJACENT TO EXTERIOR : 1
‘ CONCRETE WALL : ACOUSTIC SEALANT EACH SIDE 1 ACOUSTIC SEALANT EACH SIDE
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR AT TOP AND BOTTOM EXTERIOR INTERIOR AT TOP AND BOTTOM
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S05.03 FIRE RATING: NONE S28G FIRE RATING: NONE S31S FIRE RATING: 1HR S36G FIRE RATING: NONE
HEIGHT: PERDETAILS  FIRE TEST: HEIGHT: TODECK ABOVE  FIRE TEST: NONE | HEIGHT: TODECK ABOVE ~ FIRETEST: UL U419 (NON BEARING) | HEIGHT: TODECK ABOVE  FIRE TEST:
HEAD DETAIL; SOUND RATING: NONE | HEAD DETAIL; SOUND RATING: STC30 | HEAD DETAIL: SOUND RATING: STC45 | HEAD DETAIL: SOUND RATING: STC 50
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
y 41/8" 47/8" ’
%@/Sf EXTERIOR SIDE: AN, EXTERIOR SIDE: A A EXTERIOR SIDE: AL EXTERIOR SIDE:
: ——— 3/8" AIR GAP WHERE ADJACENT TO —— (1) LAYER 5/8" TYPE 'X' GYPSUM BOARD ~ (2) LAYERS 5/8" GYPSUM BOARD
CONCRETE OR MASONRY WALL i
CORE: i CORE: t CORE:
| —— 21/2" METAL STUD FRAMING @ 16" O.C. E ——— 35/8" METAL STUD FRAMING @ 16" O.C. —— 35/8" METAL STUD FRAMING @ 16" 0.C
\ CORE:
™ — 11/4"'Z' FURRING @ 16" O.C. "_, 2 SOUND ATTENUATION BLANKET / —— 3" SOUND ATTENUATION BLANKET | 3" SOUND ATTENUATION BLANKET
—— 1" FOAM BOARD INSULATION ‘ |
WHERE ADJACENT TO EXTERIOR i INTERIOR SIDE: INTERIOR SIDE: .j INTERIOR SIDE:
CONCRETE WALL 1 ;
| .
INTERIOR SIDE: j 2 :
| . (2) LAYERS 58" GYPSUM BOARD | (1) LAYER 5/8" TYPE 'X' GYPSUM BOARD | (2) LAYERS 5/8" GYPSUM BOARD
. (1) LAYER 5/8" GYPSUM BOARD I / ’ _/
A " s ACOUSTIC SEALANT EACH SIDE I ACOUSTIC SEALANT EACH SIDE
A ACOUSTIC SEALANT EACH SIDE X AT BOTTOM ' AT TOP AND BOTTOM
EXTERIOR INTERIOR EXTERIOR INTERIOR AT TOP AND BOTTOM EXTERIOR INTERIOR EXTERIOR INTERIOR
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WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S37 FIRE RATING: NONE S37ST FIRE RATING: NONE S38ST FIRE RATING: NONE S42 FIRE RATING: 2HR S62 FIRE RATING: 2HR
HEIGHT: FIRE TEST: HEIGHT: GN.'N'.PERDTL,  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECK ABOVE ~ FIRETEST: UL U419 (NON BEARING) | HEIGHT: FIRE TEST:
HEAD DETAIL: SOUND RATING: HEAD DETAIL: OR6"AF.C.  SOUND RATING: STC39 | HEAD DETAIL: SOUND RATING: STC30 | HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING:
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
" 51/4" +/- 4 5/8" 6 1/2" "
7&&% EXTERIOR SIDE; A S EXTERIOR SIDE; A A EXTERIOR SIDE: W EXTERIOR SIDE: A &1/ 2 EXTERIOR SIDE;
) — (1) LAYER 5/8" GYPSUM BOARD | : : 2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD
—— (1) LAYER 5/8" GYPSUM BOARD 3 | | @ (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD
CORE: CORE: L //
LT —— 35/8" METAL STUD FRAMING @ 16" 0.C —— POLYETHYLENE FILM | .
I ' CORE: ——— 35/8" METAL STUD FRAMING @ 16" 0.C CORE: T CORE:
.. . —— 3" SOUND ATTENUATION BLANKET ad : ’ '
— 35/8" METAL STUD FRAMING @ 16" 0.C i 4" METAL STUD FRAMING @ 16" O.C. .. ,
@ ——— 3"SOUND ATTENUATION BLANKET | / / 6" METAL STUD FRAMING @ 16" 0.C.
) : INTERIOR SIDE: INTERIOR SIDE: = T
“ I %/gCLIFLQE Bé/?SKEA%IBS()TﬁF;[I)E \gEgEETZLLTE —— 5/8" TILE BACKER BOARD WHERE TILE : ]
. , : . ol8" - OCCURS. 5/8" MOISTURE-RESISTANT 1 _ _
[ INTERIOR SIDE: / TYPE 'X' GYPSUM BOARD OTHERWISE. GYPSUM BOARD OTHERWISE. | INTERIOR SIDE: I§ INTERIOR SIDE:
' (1) LAYER 5/8" GYPSUM BOARD 1 CERAMIC TILE OVER THIN SET MORTAR : CERAMIC TILE OVER THIN SET MORTAR ' (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD 11— (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD
/ / BED. SEE FINISH SCHEDULE AND {4 BED. SEE FINISH SCHEDULE AND s
) INTERIOR ELEVATIONS FOR EXTENTS, , INTERIOR ELEVATIONS FOR EXTENTS,
.. SIZE AND TYPE. 1 SIZE AND TYPE,
ACOUSTIC SEALANT EACH SIDE ACOUSTIC SEALANT EACH SIDE
EXTERIOR INTERIOR EXTERIOR INTERIOR AT BOTTOM EXTERIOR INTERIOR AT BOTTOM EXTERIOR INTERIOR EXTERIOR INTERIOR
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S37A FIRE RATING: NONE S37T FIRE RATING: NONE S38T FIRE RATING: S61 FIRE RATING: 1HR S66 FIRE RATING: NONE
HEIGHT: GN.'N'.PERDTL,  FIRE TEST: HEIGHT: FIRE TEST: NONE | HEIGHT: FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: FIRE TEST:
HEAD DETAIL: OR6"AF.C.  SOUND RATING: STC58 | HEAD DETAIL: 6"ABOVE  SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: HEAD DETAIL: SOUND RATING: HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: CEILING  SOUND TEST: NONE | SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
7 1 2" _ n _ n n n
PERA EXTERIOR SIDE; 7% EXTERIOR SIDE; w EXTERIOR SIDE; A &1/ ¥ EXTERIOR SIDE; A &1/ ¥ EXTERIOR SIDE;
—— (2) LAYERS 5/8" GYPSUM BOARD - : ' : '
CORE: : . CORE: CORE: 1 | |
3 5/8" METAL STUD FRAMING @ 16" O.C. / ——— (1) LAYER 5/8" GYPSUM BOARD 3 5/8" METAL STUD FRAMING @ 16" O.C. ] / '
— RESILIENT ACOUSTICAL CLIPS WITH 7/8" | CORE: CORE:
FURRING CHANNEL @ 24" 0.C. VERTICAL : : 6" METAL STUD FRAMING @ 16" O.C. : —— 6" METAL STUD FRAMING @ 16" O.C.
——— 3"SOUND ATTENUATION BLANKET , : / )
INTERIOR SIDE: ] INTERIOR SIDE: pd INTERIOR SIDE: - ]
_ 5/8" TILE BACKER BOARD WHERE TILE f 5/8" TILE BACKER BOARD WHERE TILE l
OCCURS. 5/8" MOISTURE-RESISTANT / OCCURS. 5/8" MOISTURE-RESISTANT INTERIOR SIDE: | INTERIOR SIDE:
1 GYPSUM BOARD OTHERWISE. GYPSUM BOARD OTHERWISE. _ VD 1y ..
: | , CERAMIC TILE OVER THIN SET MORTAR . |
) CERAMIC TILE OVER THIN SET MORTAR / SED. ‘SEE FINISH SCHEDULE AND |
ACOUSTIC SEALANT EACH SIDE | / BED. SEE FINISH SCHEDULE AND NTERIOR ELEVATIONS FOR EXTENTS
EXTERIOR INTERIOR EXTERIOR INTERIOR  SIZE AND TYPE. EXTERIOR INTERIOR ' EXTERIOR INTERIOR EXTERIOR INTERIOR
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S37G FIRE RATING: NONE S37TT FIRE RATING: 1HR S39 FIRE RATING: S61DS FIRE RATING: 1HR S66DS FIRE RATING: NONE
HEIGHT: GN.'N'.PERDTL,  FIRE TEST: HEIGHT: FIRE TEST: UL U419, System B | HEIGHT: FIRE TEST: HEIGHT: TODECK ABOVE ~ FIRE TEST:  IBC TABLE 720.1(2) 13-1.2 | HEIGHT: TODECK ABOVE  FIRE TEST:
HEAD DETAIL: OR6"AF.C.  SOUND RATING: STC50 | HEAD DETAIL: B1/G501  SOUND RATING: 45 | HEAD DETAIL: SOUND RATING: HEAD DETAIL: SOUND RATING: STC64 | HEAD DETAIL: SOUND RATING: STC 70
SILL DETAIL: SOUND TEST: SILL DETAIL: C1/G501  SOUND TEST: 012947102 | SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
LA EXTERIOR SIDE; *-55/8 EXTERIOR SIDE; ﬁ% EXTERIOR SIDE; % 1 &3 12 4 EXTERIOR SIDE; A 1-43/4 / EXTERIOR SIDE;
- . -' CERAMIC TILE OVER THIN SET MORTAR - | | (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD —— (3) LAYERS 5/8" GYPSUM BOARD
(2) LAYERS 5/8" GYPSUM BOARD _ ; BED. SEE FINISH SCHEDULE AND 3
. _ CORE: 43— INTERIOR ELEVATIONS FOR EXTENTS, | | 3" SOUND ATTENUATION BLANKET | ——— 3" SOUND ATTENUATION BLANKET
g» | — ' SIZE AND TYPE. m . 1
' -~ 35/8" METAL STUD FRAMING @ 16" 0.C ‘
; CORE: ‘ CORE: | CORE: CORE:
3" SOUND ATTENUATION BLANKET . 3 5/8" METAL STUD FRAMING @ 16" O.C. || 6"METAL STUD FRAMING @ 16" O.C. 6" METAL STUD FRAMING @ 16" O.C.
—— 35/8" METAL STUD FRAMING @ 16" O.C. :/ 11— 1"AIR SPACE — 1" AR SPACE
! INTERIOR SIDE: - e | 6"METAL STUD FRAMING @ 16" O.C. 6" METAL STUD FRAMING @ 16" O.C.
| INTERIOR SIDE: . INTERIOR SIDE: { INTERIOR SIDE: INTERIOR SIDE:
_ : (2) LAYERS 5/8" GYPSUM BOARD , 5/8" TILE BACKER BOARD WHERE TILE ' (1) LAYER 5/8" GYPSUM BOARD ||~ 3" SOUND ATTENUATION BLANKET —— 3" SOUND ATTENUATION BLANKET
i : OCCURS. 5/8" MOISTURE-RESISTANT : / T 1
U ! : L : 2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD SiE (3) LAYERS 5/8" GYPSUM BOARD
ACOUSTIC SEALANT EACH SIDE // GYPSUM BOARD OTHERWISE. 4 L@ W
AT TOP AND BOTTOM A ‘- : ACOUSTIC SEALANT EACH SIDE ‘ ACOUSTIC SEALANT EACH SIDE
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR AT TOP AND BOTTOM EXTERIOR INTERIOR AT TOP AND BOTTOM
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S37H FIRE RATING: NONE S38 FIRE RATING: S39G FIRE RATING: NONE S61S FIRE RATING: 1HR
HEIGHT: 46" AFF  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: GN.'N'.PERDTL,  FIRE TEST: HEIGHT: TODECKABOVE ~ FIRETEST: UL U419 (NON BEARING)
HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: HEAD DETAIL: OR6"AF.C.  SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: STC 44
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
4718 4114 478" 714"
W EXTERIOR SIDE; W EXTERIOR SIDE; W EXTERIOR SIDE: 7 ) 7 EXTERIOR SIDE;
] — (1) LAYER 58" GYPSUM BOARD _‘ (1) LAYER 5/8" TYPE 'X' GYPSUM BOARD
: i CORE: i/
L] '\ ——— 35/8" METAL STUD FRAMING @ 16" O.C.
' CORE: : CORE: ' CORE:
| 3 5/8" METAL STUD FRAMING @ 16" 0.C _ | 358" METAL STUD FRAMING @ 16° OC. / 6" METAL STUD FRAMING @ 16" O.C.
- - INTERIOR SIDE: ‘ 3 SOUND ATTENUATION BLANKET
| INTERIOR SIDE: : 1 INTERIOR SIDE: | / INTERIOR SIDE:
/ (1) LAYER 5/8" GYPSUM BOARD . / (1) LAYER 5/8" GYPSUM BOARD 'j :/ (2) LAYERS 5/8" GYPSUM BOARD ‘_ / (1) LAYER 5/8" TYPE 'X' GYPSUM BOARD
| ; ' ACOUSTIC SEALANT EACH
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR SIDE AT BOTTOM
WALL TYPE: WALL TYPE: WALL TYPE: WALL TYPE:
S37S FIRE RATING: NONE S38S FIRE RATING: NONE S39T FIRE RATING: S618 FIRE RATING: NONE
HEIGHT: GN.'N'.PERDTL,  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: FIRE TEST: HEIGHT: SEE A210 SERIES  FIRE TEST:
HEAD DETAIL: OR6"AF.C.  SOUND RATING: STC39 | HEAD DETAIL: SOUND RATING: STC30 | HEAD DETAIL: SOUND RATING: HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
" 41/4" +/-45/8" .
47/8 EXTERIOR SIDE; panase EXTERIOR SIDE: W EXTERIOR SIDE: % EXTERIOR SIDE;
i
—— (1) LAYER 5/8" GYPSUM BOARD |
CORE: : CORE: CORE:
| 358 METAL STUD FRAMING @ 16° 0. | —— POLYETHYLENE FILM 3 5/8" METAL STUD FRAMING @ 16" O.C.
| \ CORE:
3 SOUND ATTENUATION BLANKET ! — 3 5/8" METAL STUD FRAMING @ 16° O.C. 6" METAL STUD FRAMING @ 16" 0.C.
! —— 3" SOUND ATTENUATION BLANKET ,_ /
INTERIOR SIDE: : INTERIOR SIDE: N INTERIOR SIDE: '
i (1) LAYER 5/8" GYPSUM BOARD
| < | / | INTERIOR SIDE:
~. (1) LAYER 5/8" GYPSUM BOARD i _ (1) LAYER 5/8" GYPSUM BOARD 1 CERAMIC TILE OVER THIN SET MORTAR (1) LAYER 5/8" ABUSE-RESISTANT TYPE
: i / ' / BED. SEE FINISH SCHEDULE AND / % GYPSUM BOARD
ACOUSTIC SEALANT EACH SIDE | " " INTERIOR ELEVATIONS FOR EXTENTS, ] FLUID-APPLIED MEMBRANE AIR BARRIER
AT BOTTOM 1= ACOUSTIC SEALANT EACH SIDE SIZE AND TYPE. )
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR
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WALL TYPE: WALL TYPE: WALL TYPE:
S66G FIRE RATING: NONE S67 FIRE RATING: NONE SS42A FIRE RATING: 2HR
HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT:  G.N.'N,PERDTL, FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: UL U415 SYSTEM "F"
HEAD DETAIL: SOUND RATING: STC50 | HEAD DETAIL: OR6"AF.C. " SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: STC 60
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
" 71/4" "
A &1/ CR, EXTERIOR SIDE: / A A EXTERIOR SIDE: AL EXTERIOR SIDE:
' —— (2) LAYERS 5/8" GYPSUM BOARD (1) LAYER 5/8" GYPSUM BOARD —— 1" GYPSUM SHAFT LINER BOARD
] CORE: :' / CORE: ] CORE:
1 —— 6" METAL STUD FRAMING @ 16" O.C. . \ ——— RESILIENT ACOUSTICAL CLIPS WITH 7/8"
: “ ~ FURRING CHANNEL @ 24" 0.C. VERTICAL
—— 3" SOUND ATTENUATION BLANKET ' \ / 6" METAL STUD FRAMING @ 16" O.C. | 4 CHSTUD FRAMING @26 OC.
INTERIOR SIDE: | INTERIOR SIDE: INTERIOR SIDE:
o ——— 3"SOUND ATTENUATION BLANKET
| (1) LAYER 5/8" GYPSUM BOARD
1 ACOUSTIC SEALANT EACH SIDE
ACOUSTIC SEALANT EACH SIDE AT TOP AND BOTTOM
EXTERIOR INTERIOR AT TOP AND BOTTOM EXTERIOR INTERIOR EXTERIOR INTERIOR
WALL TYPE:; WALL TYPE:; WALL TYPE:;

S66GT FIRE RATING: NONE S68 FIRE RATING: NONE SS42T FIRE RATING: 2HR
HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: UL U415 SYSTEM "F"
HEAD DETAIL: SOUND RATING: STC50 | HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:

. T 55/8"
A Ng A EXTERIOR SIDE: AL, EXTERIOR SIDE: W EXTERIOR SIDE:
| ' \ ———— 1" GYPSUM SHAFT LINER BOARD
| 1| (LAYERS 58" GYPSUM BOARD 1 I
CORE: CORE: L CORE:
| / _ —— BATT INSULATION WHERE ADJACENT : |
/ 3" SOUND ATTENUATION BLANKET ] TO EXTERIOR CONCRETE WALL At
| INTERIOR SIDE: . INTERIOR SIDE: ; INTERIOR SIDE:
| (1) LAYER 5/8" GYPSUM BOARD o LAVER 58 GYPSUI BOARD A ——— (1) LAYER 5/8" TYPE 'X' GYPSUM BOARD
P 5/8" TILE BACKER BOARD WHERE TILE (1) | 5/6" TILE BACKER BOARD WHERE TILE
i) OCCURS. 5/8" MOISTURE-RESISTANT : VAPOR RETARDER { OCCURS. 5/8" MOISTURE-RESISTANT
RS GYPSUM BOARD OTHERWISE. WHERE ADJACENT TO EXTERIOR b GYPSUM BOARD OTHERWISE.
| CERAMIC TILE OVER THIN SET MORTAR . CONCRETE WAL H
| / BED. SEE FINISH SCHEDULE AND ) CERAMIC TILE OVER THIN SET MORTAR
: INTERIOR ELEVATIONS FOR EXTENTS, . BED. SEE FINISH SCHEDULE AND
SIZE AND TYPE. ACOUSTIC SEALANT EACH INTERIOR ELEVATIONS FOR EXTENTS,
EXTERIOR INTERIOR SIDE AT TOP AND BoTTOM | EXTERIOR INTERIOR EXTERIOR INTERIOR  7E AND TYPE.
WALL TYPE:; WALL TYPE:; WALL TYPE:
S66S FIRE RATING: NONE S68B FIRE RATING: NONE SS61 FIRE RATING: 1HR
HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: UL U415 SYSTEM "B"
HEAD DETAIL: SOUND RATING: STC45 | HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
; 7 6 5/8"
A &1/ a EXTERIOR SIDE: AL, EXTERIOR SIDE: W EXTERIOR SIDE:
1 —— (1) LAYER 5/8" GYPSUM BOARD . —— 1" GYPSUM SHAFT LINER BOARD
] CORE: CORE: 3 CORE:
- >
—— 6" METAL STUD FRAMING @ 16" O.C. BLANKET INSULATION | —— 6" C-H STUD FRAMING @ 24 O.C.
—— 6" METAL STUD FRAMING @ 16" O.C.
—— 3" SOUND ATTENUATION BLANKET F :
INTERIOR SIDE: INTERIOR SIDE: i INTERIOR SIDE:
(1) LAYER 5/8" GYPSUM BOARD ? (1) LAYER 5/8" ABUSE-RESISTANT TYPE
: X' GYPSUM BOARD
| / (1) LAYER 5/8" GYPSUM BOARD / VAPOR RETARDER '
f ACOUSTIC SEALANT EACH SIDE g
AT BOTTOM
EXTERIOR INTERIOR EXTERIOR INTERIOR EXTERIOR INTERIOR
WALL TYPE: WALL TYPE:; WALL TYPE:

S66SG FIRE RATING: NONE S69 FIRE RATING: NONE SS62 FIRE RATING: 2HR
HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT:  G.N.'N,PERDTL, FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: UL U415 SYSTEM "B"
HEAD DETAIL; SOUND RATING: STC47 | HEAD DETAIL: OR6"AF.C. SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:

77/8" 65/8" 71/4"
/S A B, EXTERIOR SIDE: W EXTERIOR SIDE: ) A EXTERIOR SIDE:
~ (2)LAYERS 58" GYPSUM BOARD : : ' 1" GYPSUM SHAFT LINER BOARD
i CORE: CORE: I 3 CORE:
' —— 6" METAL STUD FRAMING @ 16" O.C. - i
3 SOUND ATTENUATION BLANKET ': 6" METAL STUD FRAMING @ 16" O.C. | / 6" C-H STUD FRAMING @ 24 0.C.
INTERIOR SIDE: | INTERIOR SIDE: | INTERIOR SIDE:
(1) LAYER 5/8" GYPSUM BOARD ' 1 2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD
/ (1) LAYER 5/8" GYPSUM BOARD L @
A
ACOUSTIC SEALANT EACH SIDE
EXTERIOR INTERIOR AT TOP AND BOTTOM EXTERIOR INTERIOR EXTERIOR INTERIOR
WALL TYPE: WALL TYPE:;
S66T FIRE RATING: NONE SS42 FIRE RATING: 2HR
HEIGHT: TODECKABOVE  FIRE TEST: HEIGHT: TODECKABOVE  FIRE TEST: UL U415 SYSTEM "B"
HEAD DETAIL: SOUND RATING: NONE | HEAD DETAIL: SOUND RATING: NONE
SILL DETAIL: SOUND TEST: SILL DETAIL: SOUND TEST:
7 n n
% NE)/ & EXTERIOR SIDE: % EXTERIOR SIDE:
i ,' | (1) LAYER 5/8" GYPSUM BOARD 1
/ 1 1 ——— 1" GYPSUM SHAFT LINER BOARD
| ‘ CORE: Tt
' | 6" METAL STUD FRAMING @ 16" O.C.
/ 1 CORE:
it ——— 4" C-H STUD FRAMING @ 24 0.C.
A 4
INTERIOR SIDE: T
| 5/8" TILE BACKER BOARD WHERE TILE i
/ OCCURS. 5/8" MOISTURE-RESISTANT | INTERIOR SIDE:
} GYPSUM BOARD OTHERWISE. :
' : (2) LAYERS 5/8" TYPE 'X' GYPSUM BOARD
CERAMIC TILE OVER THIN SET MORTAR
/ BED. SEE FINISH SCHEDULE AND |
INTERIOR ELEVATIONS FOR EXTENTS, :
EXTERIOR INTERIOR 125 ANDTYPE. EXTERIOR INTERIOR
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| |
| |
L SCHEDULED FINISH. i
|
| | -
o CONTROLLED ENVIRONMENT
o / ROOM; COORDINATE WITH : =
S Y S LABORATORY. FLOOR SHALL BE SLAB REINFORCEMENT, COORDINATE ) G
o WITHIN 1/2" OF FLUSH WITH —————  _\WITH-STRUCTURAL :
PRSI ADJACENTFINISHFLOOR. T T e x 3
cu e AR e . 5{:
Architectural NEXUS, Inc.
2505 East Parleys Way
Salt Lake City, Utah 84109
T 801.924.5000 F 801.924.5001
http://www.archnexus.com
FLOOR TYPE: FIRE RATING: FLOOR TYPE: FIRE RATING: FLOOR TYPE: FIRE RATING: FLOOR TYPE: FIRE RATING: FLOOR TYPE: FIRE RATING: 1 HOUR FLOOR TYPE: FIRE RATING:
F-01 FIRE TEST: F-01R FIRE TEST: F-01T FIRE TEST: F-02 FIRE TEST: F-03 FIRE TEST: IBC TABLE 720.1 (3) F-03T FIRE TEST: IBC TABLE 720.1 (3)
SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: ITEM#1-1.1 SOUND RATING: ITEM#1-1.1
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:
_— SCHEDULED FINISH.
I
TILE IN THICK-SET MORTAR BED. _ Original drawi in the property of th
/- - CHERINPLACE CONCReTE FLOOR TILE IN THICK-SET MORTAR BED. el crauings remai e propery cf e
: . . CORTRBATE HTHBRETRA ol ounersip n contl. e desion
/ CONCRETE STRUCTURE AND SLAB; (/(D) Ua)) / CONCRETE STRUCTURE AND SLAB; / ' % ﬁ ROOM: COORDINATE WITH (/(D) // CAST-IN-PLACE CONCRETE FLOOR; client fo(; a one.timelgse,bun:ﬁssAotmgtmife
COORDINATE WITH STRUCTURAL. Eiﬁ (EJ'jlr , COORDINATE WITH STRUCTURAL. ’ _ / E_r; LABORATORY. FLOOR SHALL BE E) COORDINATE WITH STRUCTURAL aggirghﬁtoerzitlar\glnl\llg)g(us): the Architect.
g [ EN e g A A WITHIN 1/2" OF FLUSH WITH B e -
SN S T e S AN DY /g St e e = ADJACENT FINISH FLOOR. N 2 e e N T |
A N R i I ORI s 3 - 7777
S~ COMPACTED GRAVEL SUB-BASE CONCRETE STRUCTURE AND SLAB; | |- e e
~ COORDINATE WITH STRUCTURAL. \\ COMPACTED GRAVEL SUB-BASE STR )
\ ) - 4 R METAL DECK; COORDINATE WITH " METAL DECK: COORDINATE WITH
COMPACTED GRAVEL SUB-BASE SRS STRUCTURAL STRUCTURAL
FLOOR TYPE: FIRE RATING: 1 HOUR FLOOR TYPE: FIRE RATING: B TABLE 7128?%'5 FLOOR TYPE: FIRE RATING: B TABLE 7128%5; FLOOR TYPE: FIRE RATING: 1 HOUR
F-04 FIRE TEST: IBC TABLE 720.1 (3) F-05 FIRE TEST: TEM #11.1 F-05T FIRE TEST: TEM #11.1 F-14 FIRE TEST: IBC TABLE 720.1 (3)
SOUND RATING: ITEM#1-1.1 SOUND RATING: SOUND RATING: SOUND RATING: ITEM #1-1.1
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:

1 1/2' RECESS
1N

~— SCHEDULED FINISH. ~— SCHEDULED FINISH. ~— SCHEDULED FINISH.

/ TILE IN THICK-SET MORTAR BED.

-

~— SCHEDULED FINISH.

?

/ H
/ TWO-WAY CONCRETE SLAB;
COORDINATE WITH STRUCTURAL

/ TILE IN THICK-SET MORTAR BED.
a ?

/ CAST-IN-PLACE CONCRETE FLOOR,;
) COORDINATE WITH STRUCTURAL
e

7

~ 3/4" FIRE-TREATED PLYWOOD
TWO-WAY CONCRETE SLAB;

) COORDINATE WITH STRUCTURAL

4 S F—
[

— 2x10 SHAPED, FIRE-TREATED JOISTS @

/ 16" 0.C.

3/4" RECESS
7&(

- _\\ 4
., .
4_:_

S
b v "'_' w\

45

. L

— METAL DECK; COORDINATE WITH
STRUCTURAL
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CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING:
CL-01 FIRE TEST: CL-02 FIRE TEST: CL-03 FIRE TEST: CL-04 FIRE TEST: CL-05 FIRE TEST: CL-06 FIRE TEST:
SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING:
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:
_—— HANGER WIRE _~— SCHEDULED FINISH HANGER WIRE - SCHEDULED FINISH
~— HANGER WIRE ) METAL STUD JOISTS. COORDINATE b
— R19BATT INSULATION , / (1) LAYER 5/8" GYPSUM BOARD ~ 11/2" COLD-ROLLED STEEL CHANNEL @  WITH STRUCTURAL . | — (1) LAYER 5/8" GYPSUM BOARD
_— CEILING TRACK; SEE B2 & B3/A701. | 18 0.0 : | " "
o _— 3518 20 GA. METAL STUD FRAMING @ b i ——— 6" METAL STUD FRAMING @ 16" O.C.
_— CEILING TRACK; SEE B2 & B3/AT01. 16 0.  FURRING CHANNEL CLIP __— (2) LAYERS 5/8" GYPSUM BOARD |
N hd o
Vd -
A N
~— HOLD-DOWN CLIPS, TYP ] ~— 7/8" HAT FURRING CHANNEL @ 24" 0.C. ~ -
S N N I B e b A0
P o (= _ SRR I - g S <
~— 2x2 LAY-IN ACOUSTICAL PANEL CEILING; ‘
— WALL. SEE ASSEMBLY TYPES. !
SEE FINISH SCHEDULE. ~~— (1) LAYER 5/8" GYPSUM BOARD —— SCHEDULED FINISH — (1) LAYER 5/8" GYPSUM BOARD
~— WALL. SEE ASSEMBLY TYPES, "~ SCHEDULED FINISH — (1) LAYER 5/8" GYPSUM BOARD | ~—— METAL STUD BEARING WALL. SEE ~— SCHEDULED FINISH
P ~ SCHEDULED FINISH | ASSEMBLY TYPES, COORDINATE
| WITH STRUCTURAL.
CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: 2 HR CEILING TYPE: FIRE RATING: 1HR CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING:
CL-07 FIRE TEST: CL-08 FRETEST:  WHI-495 PSH 0154/0167 CL-09 FIRE TEST: UL Ls27 CL-10 FIRE TEST: CL-11 FIRE TEST: CL-12 FIRE TEST:
SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING:
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:
—— 35/8" 18 GA. METAL STUD SUPPORTS @ I
| | / 4-0"0.C. EACH STUD — CARPET. SEE FINISH SCHEDULE.
HANGER WIRE
[y 4 —— 35/8" 18 GA. METAL STUD DIAGONAL 1+ GYPSUM SHAFT LINER BOARD ~— 3/4" FIRE-TREATED PLYWOOD - ~— HANGER WIRE
BRACING @ 48" O.C. — .
n oNC@AT0L /f 6" 18 GA. METAL STUD JOISTS @ 16" O.C. //f CEILING TRACK; SEE B2 & B/AT01. _— CEILING TRACK; SEE B2 & BY/AT01.
% _— 35/8" 20 GA. METAL STUD FRAMING @ _— 420 GA. METAL C-H STUDS @ 24" 0.C. i .
' 906 (s oraon  sCausTOL L CENG, - EOLAVINACOUSTCA AL CELING
DRI = x24" X - SEE FINISH SCHEDULE.
. R-19 BATT INSULATION —— ADHERED TO CONCRETE ABOVE PRIME GRID LINES; SEE FINISH
- - i SCHEDULE f
- __ = : - et— i
\ \ “— 1/2" RESILIENT CHANNEL @ 16" O.C.
- 11/2"x 12" EXTERIOR LINEAR METAL “— (2) LAYERS 1/2" TYPE "C" GYPSUM .. 4"
CEILING PANEL SOARD (2) LAYERS 5/8" GYPSUM BOARD
~— EPOXY PAINT *— SCHEDULED FINISH " SCHEDULED FINISH
CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: NONE CEILING TYPE: FIRE RATING:
CL-13 FIRE TEST: CL-14 FIRE TEST: CL-15 FIRE TEST: CL-16 FIRE TEST: CL-17 FIRE TEST:
SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING: NONE SOUND RATING:
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:
CONCRETE SLAB. SEE STRUCTURAL.
ANGER WIRE _— CONCRETE STRUCTURE. SEE e — —
STRUCTURAL. - — HANGER WIRE PPN S A 412" x 5" EXPANSION BOLT
CEILING TRACK; SEE B2 & B3/A701. 7/8" HAT CHANNEL @ 16" O.C. CEILING TRACK; SEE B2 & B3/A701. e ..
- @ a |~ CEILING TRACK; SEE B2 & BY/ATO', —— VIBRATION CONTROL HANGER @ 24
2x8 LAY-IN ACOUSTICAL PANEL CEILING; — " _— 2K4 LAY-IN ACOUSTICAL PANEL CEILING; v 0.C.; MASON INDUSTRIES TYPE 30-C OR
SEE FINISH SCHEDULE. ; e 5ok (1) LAYER 58 GYPSUM BOARD SEE FINISH SCHEDULE. Al , o ——CONT. WOOD BACKER STRIP EQUIVALENT
= . e “gp —————————— _— 1/2" DIA. THREADED ROD
x CON ‘ - " PRE-FINISHED WOOD SLAT CEILING, ~— 34" FIRE-TREATED PLYWOOD
ASTM CLASS A FIRE-RETARDANT — o
 SCHEDULED FINISH — 6" 18 GA. METAL STUD JOISTS @ 16" O.C.
_— (2) LAYERS 5/8" GYPSUM BOARD
SCHEDULED FINISH
CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING: CEILING TYPE: FIRE RATING:
CL-19 FIRE TEST: CL-20 FIRE TEST: CL-21 FIRE TEST: CL-26 FIRE TEST:
SOUND RATING: SOUND RATING: SOUND RATING: SOUND RATING:
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST:

7 HANGER WIRE

/r 11/2" METAL STUD BACKER FRAME @
24" 0.C.

— 3/4" WOOD-VENEERED PARTICLE BOARD

NOTE: SEISMIC BRACE SIMILAR TO
B2 & B3/AT01.

NOTE: SEE PLANS AND SECTIONS
FOR DIMENSIONS.

~ 35/8" 20 GA. METAL STUD FRAMING @
16" 0.C.

/~ 5/8" EXTERIOR GLASS-MAT GYPSUM
WALL SHEATHING

/Z __— 2"FOAM BOARD INSULATION

"~ ALUMINUM COMPOSITE PANEL

~ (1) LAYER 5/8" GYPSUM BOARD

~ 35/8" 20 GA. METAL STUD FRAMING @
16" 0.C.

,~ VAPOR RETARDER

~ BLANKET INSULATION
~ 35/8" METAL STUD FRAMING @ 16" O.C.

— 5/8" EXTERIOR GLASS-MAT GYPSUM
WALL SHEATHING

oo

- 2" FOAM BOARD INSULATION
"~ 1/2" DENS DECK PRIME

"~ FLUID-APPLIED MEMBRANE AIR BARRIER

SACRAMENTO

NE XU S

SALT LAKE CITY

Architectural NEXUS, Inc.

2505 East Parleys Way
Salt Lake City, Utah 84109
T 801.924.5000 F 801.924.5001

http://www.archnexus.com

Original drawings remain the property of the
Architect and as such the Architect retains
total ownership and control. The design
represented by these drawings is sold to the
client for a one time use, unless otherwise
agreed upon in writing by the Architect.
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1 2 3 4 S 6 o
ROOF TYPE: FIRE RATING: NONE ) l_" z
FIRE TEST: N/A ROOF TYPE: FIRE RATING: 1HOUR, CLASS B ROOF TYPE: FIRERATING: - - - o HOUR, %AISI'SEI\% ROOF TYPE: FIRE RATING: 1 HOUR, CLASS B ROOF TYPE: FIRE RATING: NONE ROOF TYPE: FIRE RATING: 1HOUR, CLASS B ) 2
SOUND RATING: R-02 FIRE TEST: UL P819 R-04 FIRE TEST: o R-06 FRETEST:  1°¢ TABLET201(3) ITEN R-07 FIRE TEST: R-08 FIRE TEST: : 2
SOUND TEST: SOUND RATING: SOUND RATING: SOUND RATING: ' SOUND RATING: SOUND RATING: 5 l
SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: SOUND TEST: - .
ROCK BALLAST; SEE ROOF PLAN FOR PEEL STOP STRAP AND ANCHORS PER 4
" WEIGHT AT VARIOUS LOCATIONS MANUFACTURERS REQUIREMENTS 22'x2" PRECAST CONCRETE UNIT (Pi{lﬁ?” EXTERIOR GRADE EPOXY . >
— ZSO/LOPE — 60 MIL TPO MEMBRANE, MECHANICALLY |~ 12 PSF ROCK BALLAST BUILD UP PAVERS ON 1/2" PEDESTALS 12 DENS DECK PRIVE u 8
~ 6 MIN, FASTENED AND SLOPE - 3
| = —— 3 20 PS| POLYISOCYANURATE BOARD | | ___ : FILTER FABRIC 2% AWAY ~ PAVER PEDESTAL EACH CORNER. SHIM _— PEEL STOP STRAP AND ANCHORS PER _— 2 FOAM BOARD INSULATION - .
== MR I [ e DEo e 4 AS REQUIRED. MANUFACTURERS REQUIREMENTS -
=3 7 I'POLYISOCYANURATE BOARD | _ | _, : 3" 20 PS| POLYISOCYANURATE BOARD FROMDOOR —=— — FLUID-APPLIED MEMBRANE AR
o w INSULATION =g | =7 INSULATION 3" 25 PSI EXTRUDED POLYSTYRENE _ _~ FILTER FABRIC SLOPE /2" DENS DECK BARRIER : >
b & R o _— TAPERED 1.5 PCF EXPANDED PN JOARD INSULATION 8" Lo | " | 325PSIEXTRUDED POLYSTYRENE _ | 2% M, =~ S EXTERIOR GLASS-HAT GYPSUM . G
T w % S | POLYSTYRENE BOARD INSULATION | '~ HYDRODRAIN 300 S = BOARD INSULATION N — ~— 1/2" DENS DECK ——  WALL SHEATHING X
> — " e <C wn 14 -
@ =7 % n y / (1) LAYER 5/8" GYPSUM BOARD X . HYDRO FLEX 30 PROTECTION SHEET | = HYDRODRAIN 300 Ly é\) L BLANKET INSULATION 5
Z <
. e Ly e | e MRS S S L
< PRIMED CONCRETE T T ' N RUBBERIZED ASPHALT = =3 i : N -
V) e M JOINTS PER MANUFACTURER'S T N WATERPROOFING HEMBRANE 7 " REINFORCED HOT FLUD-APPLIED = I v . S METAL JOIST3 - LOORDINATE Architectural NEXUS, Inc
2N Ve REQUIREMENTS \ RUBBERIZED ASPHALT g\ g METAL DECK; COORDINATE WITH WITH STRUCTURAL » INC.
4 4 g g é " METAL DECK: COORDINATE WITH ) PRIMED CONCRETE ) WATERPROOFING MEMBRANE N STRUCTURAL . o 2008 East Parleys Way
7 ! )
p \ 11 STRUCTURAL S 49—\ PRINED CONCRETE {7 | SPRAYAPPLEDFIRE PROORING VAPOR RETARDER T601.924.5000 F 8019245001
< CONCRETE STRUCTURE AND SLAB; w " SPRAY-APPLIED FIRE PROOFING a 4 _— CONCRETE STRUCTURE; COORDINATE v 4 ~— CONCRETE STRUCTURE; COORDINATE N —— STEEL BEAM; COORDINATE (1) LAYER 5/8" GYPSUM BOARD hitp://www.archnexus.com
COORDINATE WITH STRUCTURAL . /\ STEEL BEAM; COORDINATE WITH STRUCTURAL WITH STRUCTURAL é g\ WITH STRUCTURAL
W WITH STRUCTURAL N7
SPRAY_APPLIED FIRE PROOFING SPRAY-APPLIED FIRE PROOFING

Original drawings remain the property of the
Architect and as such the Architect retains
total ownership and control. The design
represented by these drawings is sold to the
client for a one time use, unless otherwise
agreed upon in writing by the Architect.
© Architectural Nexus, Inc. 2014
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(@)
2 =
- L ¢
‘ s
1 1/4" MAX TO 2" MAX v S
\OTE DIA. PIPE HANDRAIL, ] @
- PAINTED
X IF x<48", THEN SLOPE OF THE FLARED SIDES SHALL ) . .
| NOT EXCEED 1:42 12" MIN. 178" MIN. y
. ) PLANTING OR OTHER 1158 M;“\ 7 : 2
. NONWALKING SURFACE - o i
RUNNING SLOPE 1:20 : RUNNING SLOPE 1:12 : < J;} . & : x o
MAX COUNTERSLOPE 1:20 R <~ 8 = 3
| MAX | ~ e : 14" MAX ! - =
ﬂ; MAX_ y “_-‘.‘_\ ”, 5, ~ \\ - E,.) ‘ -§ 1 |7 B
WALK | CURB RAMP | NS 3 TN . ~ |
| | STREET 1 N \C—l —X T -
E : Ul: :
! X
10 §l’) 14 j
NOTE: VERTICAL CHANGES IN BEVELED CHANGES IN 3
(1) SLOPE = y/x WHERE x IS A LEVEL PLANE CONCRETE SIDEWALK LEVELS LEVELS ! @
(2) COUNTERSLOPE SHALL NOT EXCEED 1:20 AND STAIRS
~ Architectural NEXUS, Inc.
(I BUILT UP TO CURB RAMP _ 2505 East Parleys W
MEASUREMENT OF CURB RAMP SLOPES FLARED SIDES RETURNED CURB X = TREAD DEPTH 2 Lakeac?ity,aU?gr? 82%,09
T 801.924.5000 F 801.924.5001
http://www.archnexus.com
/8 \\CURB RAMPS /10 \EXTERIOR STAIR RAILING /7 \CHANGE IN LEVELS
GI701 / 3/8"= 1'-0" GI701 ) 3/8"= 1'-0" GI701 / 6" = 1-0"
" " ' TYP STAIR TREAD
PROVIDE AN ELECTRICAL OUTLET WHERE A TTY TELEPHONES MOUNTED DIAGONALLY IN A CORNER THAT REQUIRE 11 MIN. 1 112" MAX é
_ . DEVISE IS REQUIRED WHEELCHAIR USERS TO REACH DIAGONALLY SHALL HAVE THE HIGHEST _ S
% = OPERABLE PART NO HIGHER THAN 48" % | 2
= = =
= = ADA PHONE L= ADA PHONE N jli = !
A% S REQUIRES A 29" % S REQUIRES A 29" &N
| .. | I
“ o ) - <N I - =5 LONG CORD, MIN 53 LONG CORD, MIN 112" MAX RADIUS AL I
= é = ?\1’, P_: é = P_C Architect and as such the Architect retains
r B = = (@] -2 = o B FLUSH RISER d total ownership and control. The design
: CLEAR FLOOR : = Z | | & Z | | EQ c|:3 ) Zﬁ_o 8 =) o f‘\"O 11 g STRIPING TO ALERT THE VISUALLY IMPAIRED, represefnted by these drawings is sold to the
= =1 | s | > P2 = = —JTTIT1 35 ~ . " = SHALL BE OF CONTRASTING COLOR FROM STAIR client for a one time use, unless otherwise
| SPACE B % | CLEARFLOOR % | CLEARFLOOR 2 O _é N T S NP2 TREAD et roeture) Noa 1he e
D o R | SPACE | | SPACE | S o | N ' o L = IS $ I
X | | | | s = | | T _ ~ & S AT INTERIOR STAIRS: PROVIDE STRIPING AT THE
L 48" MIN L A ey N T T o = IcLear | h O 5 = = = N UPPER APPROACH AND LOWEST TREAD, AT
7 o 30'MIN. |, 30'MIN. |, TN g !FLOOR | SN = | EXTERIOR STAIRS: PROVIDE STRIPING AT THE
7 7 7 7 SRS .| SPACE | =E | K S| |CLEAR | 1/2" MAX RADIUS 1/2" MAX RADIUS UPPER APPROACH AND AT ALL TREADS
e A =2 FLOOR |
8 & AL 48" MIN. AL = g o LSPACE_ _ | ANGLED NOSING ROUNDED NOSING STRIPING SHALL BE AS SLIP RESISTANT AS STAIR
PARALLEL APPROACH TO TELEPHONE FORWARD APPROACH TO TELEPHONES Q L 30" MIN L TREAD
/7 /1
TYPICAL STAIRS
SIDE REACH FORWARD REACH
/6 \APPROACH TO TELEPHONE /16 \ TELEPHONE DETAILS /18 \TYPICAL STAIR TREAD /19 \TYPICAL STAIR TREAD
GI701 ) 3/8"= 1'-0" GI701 ) 3/8"= 1'-0" GI701 ) 1/2"= 1-0" GI701 ) 3/4"= 1'-0"
PAPERTOWEL ~ PAPERTOWEL  TOILET SEAT SANITARY BABY HAND DRYER FULL LENGTH
WALL MOUNTED SIGNAGE TO BE DISPENSER DISPENSER COVERS NAPKIN CHANGING (UNOBSTRUC MIRROR Y
LOCATED ON LATCH SIDE OF AND TRASH (UNOBSTRUCT ~ (UNOB- VENDOR STATION TED) (UNOBSTRUCT L]
DOOR & CLEAR OF DOOR SWING, (UNOBSTRUCT ~ ED) STRUCTED) (UNOBSTRUCT (UNOBSTRUCT ED) -
MOUNT AT 48" MIN, 60" MAX TO UNOBSTRUCTED FIRE - ED) ED) ED) Z
CENTERLINE OF SIGN FROM ALARM PULL BOX = 5" MAX. " 18" MAX
FINISH FLOOR . 5 MIN. , 48"MNN. , ™
ZX 3 / UNOBSTRUCTED '%T: N W 15" MIN. — — QO
| SWITCH z V[ | N . LL
% = UNOBSTRUCTED TN Jl\ 2 '3z "j S 0o O
C C= = ﬁ e A ﬁ i N THERMOSTAT E N 8" MIN, = £= = — = > RN % = =
JENICY (RN | (O = ~ RRE E .= B i BRE =
= G e N E CETACLE N 3E % S N 3 3 S S
i MEN WOMEN UNISEX__|[RESTROOMS] | oo -3 OUTLET % 11" MIN— =8 = o 3 = 8 = S
. ~
% = Z ; = CLEAR FLOOR SPACE ¥ e < 5 ° E ¥ 2 ;
N = = CONTROLS AT OR
HEIGHT OF LETTERING, ) : T i T
518 TO 2° MAX. WITH CORRESPONDING INSTALL ON THE RIGHT A NEAR FRONT EDGE | Z e
UPPER CASE GRADE 2 BRAILLE SIDE OF DOUBLE DOORS >§s S o
- S
CHARACTERS RECEPTACLES AND SWITCH MOUNTING HEIGHTS CANTILEVERED DRINKING FOUNTAIN & WATER COOLERS % (@) a
@RESTROOM SIGNAGE mMISC. MOUNTING HEIGHTS mDRINKING FOUNTAIN DETAIL ﬂZ\RESTROOM MOUNTING HEIGHTS
GI701 / 3/8"= 1'-0" GI701 / 3/8"= 1'-0" GI701 /] 3/8"= 1'-0" GI701 / 3/8"= 1'-0" |-|ZJ
(/2]
LLI
36“ I
GROUND = O
SLOPE NOT = . ..
STEEPER THAN “ > o %4 E/lolNLONG HOSE, D
1:48 , 4 , 2 =z BACK ' o
N ’ T b S E 112" MAX @ CONTROL AREA
& P N 2 - 3 = = THRESHOLD
= —_ < 1 _
> 2'-23'MAX. ™ S = = 2 I =L X
< N T % = z AL 50N \
B = | { | ‘\% l ( _ @ © SEAT c———=| X SEAT \ =5 X é A é
o | | T T ¢ . OF SEAT . =
o Z | | WHERE PROVIDED IN WET - : : 3 |\ % 3 B B =5
= | | LOCATIONS THE SURFACE OF THE | N N & X > N
R | CLEAR FLOOR | BENCH SHALL BE SLIP RESISTANT |CLERR 8 D i D IS
| SPACE | AND WATER SHALL NOT  FLOOR | ~ SN N§
I ! | ACCUMULATE ON THE SURFACE 212" MAX (SPACE_ RN
L —————— - BACK SEAT WALL CONTROL WALL
AL 48" MIN. AL 15"- 16" MAX. , L 48" L 36" x 36" STALL
/! /!
I
/20 \URINAL MOUNTING HEIGHT /2 \ACCESSIBLE BENCH / 14\ SHOWER SEAT DESIGN / 17\ TRANSFER SHOWER STALL / 1\ ACCESSIBLE 36"x36" SHOWER STALL R REVISIONS
GI701 / 3/8"= 1'-0" GI701 / 3/8" = 1'-0" GI701 ) 3/8" = 1'-0" GI701 / 3/8"= 1'-0" GI701 / 3/8" = 1'-0"
. 60" MIN.
54" MIN. “ / 54" MIN. g 60" MIN. ,
MlRROR 12" MAX‘ 3' - 6'! MlN 0<E 75 18 / 12" MAX‘ , 42|| MlN é 18“ W é
(@)
S ADA STYLE LEVER 30"-3'-47/8" - 12" MIN. —12" MIN. ; ; ; —
SOAP DISPENSER FAUCETS A 2 - = 12" MIN. N, beee e " -
17" MIN | | = & X = = FLOOR | i E
- s e o N SPACE S =
S N ,/ S N % - = “ b e 5\ e | 25 I
N N é EEE I | ; p > : % ﬁ|_ I ‘%D g m NEXUS PROJECT #: 13101
N \ = = N N o = . = o _
A z 2 S Iz 2 2 2 : £ ¥ B b 3 = 8 ,D 8 | TS = CHECKED BY: sMs
= |~ S & N s =z | T A = i = 2 ; 2 | = O oramney: Author
I = 3 =y 8 | | 8 B 3 = © ” { | = Z = DATE: 18 APRIL 2014
J N N N— b p ” | 4 2 N _________________________
S " - 5 ~A—h oo > =z ~8 B SHEET CONTENTS:
TMNT EL/D‘“ INSULATED PIPES AL o AL r-97 = g "7 Lo WHERE SPACE PERMITS L Az Mt AL
-I '—\ = ’
" 2 e = 18" L 42" MIN. =T EXTEND GRAB BAR ON ACCESSIBILITY
11" MIN. — ZZ = 7 ! COMPLIANCE
LEG CLEARANCE =3 TRANSFER SIDE 12" MIN
O
/3 \ ACCESSIBLE SINK DETAIL /5 \ACCESSIBLE WALL TOILET DETAIL /4 "\ ACCESSIBLE TOILET DETAIL

GI701 / 3/8"=1'-0" GI701 / 3/8" =1'-0" GI701 / 3/8" =1'-0"

GI701

SCHEMATIC DESIG
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(@)
- =
P4
GENERAL NOTE - < l-" 2
DEMOLITION PLAN . &
(7]
A. PROTECT WALLS, CEILINGS, FLOORS AND OTHER 2 j
EXISTING FINISH WORK THAT ARE TO REMAIN OR . y
THAT ARE EXPOSED DURING SELECTIVE =
DEMOLITION OPERATIONS g >
B. PATCH AND REPAIR DAMAGE IN WALLS, CEILINGS, ' x g,J
AND FLOORS RESULTING FROM DEMOLITION OF 3
EXISTING ITEMS OR CONSTRUCTION OF NEW - .
ITEMS AND/OR REPLACE WITH NEW TO MATCH -
EXISTING. CLEAN AND PREPARE TO RECEIVE NEW § u.l N
FINISH. E
C. PROTECT ADJACENT AREAS FROM DUST AND E W
DEBRIS DURING SELECTIVE DEMOLITION . <
OPERATIONS. E 5
D. TRANSPORT DEMOLISHED MATERIALS OFF < &
OWNER'S PROPERTY AND LEGALLY DISPOSE OF
DEBRIS.

. FIELD VERIFY EXISTING CONDITIONS AND THEIR

COMPATIBILITY WITH NEW CONSTRUCTION PRIOR
TO THE COMMENCEMENT OF WORK. COORDINATE
DISCREPANCIES WITH ARCHITECT.

Architectural NEXUS, Inc.

2505 East Parleys Way
Salt Lake City, Utah 84109
T 801.924.5000 F 801.924.5001

F. CLEAN ADJACENT IMPROVEMENTS OF DUST, DIRT, http://www.archnexus.com

AND DEBRIS CAUSE BY SELECTIVE DEMOLITION
OPERATIONS. RETURN ADJACENT AREAS TO
CONDITION EXISTING BEFORE SELECTIVE
DEMOLTION OPERATIONS BEGAN.

G. SEE MECHANICAL, ELECTRICAL, AND AUDIO-
VISUAL DRAWINGS FOR ADDITIONAL
INFORMATION. COORDINATE DISCREPANCIES
WITH ARCHITECT PRIOR TO PROCEEDING WITH
WORK.

Original drawings remain the property of the
Architect and as such the Architect retains
total ownership and control. The design
represented by these drawings is sold to the
client for a one time use, unless otherwise
agreed upon in writing by the Architect.
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(©)

n;

< W

GENERAL NOTE - FLOOR PLAN , &

72]

A. PLAN WALL DIMENSIONS ARE TO GRID LINE OR - j
FACE OF WALL STRUCTURE. "CLEAR" -

DIMENSIONS ARE TO FACE OF WALL FINISH. ﬁ

B. FIELD VERIFY ALL EXISTING CONDITIONS AND - >
THEIR COMPATIBILITY WITH NEW CONSTRUCTION m x o
PRIOR TO THE COMMENCEMENT OF WORK. 3
COORDINATE DISCREPANCIES WITH ARCHITECT. i .

C. DO NOT SCALE DRAWINGS. -

D. SEE CIVIL, STRUCTURAL, MECHANICAL AND T m >
ELECTRICAL DRAWINGS FOR MORE 5
INFORMATION. . W

E. SEE G SERIES SHEETS FOR WALL TYPES AND " g
TYPICAL ACCESSIBILITY CLEARANCE AND E B
COMPLIANCE REQUIREMENTS. < 5

F. PROVIDE BACKING BEHIND ALL SURFACE

MOUNTED EQUIPMENT AND/OR FIXTURES PER
DETAIL XX/XXXX Architectural NEXUS, Inc.

2505 East Parleys Way
Salt Lake City, Utah 84109
T 801.924.5000 F 801.924.5001

http://www.archnexus.com

Original drawings remain the property of the
Architect and as such the Architect retains
total ownership and control. The design
represented by these drawings is sold to the
client for a one time use, unless otherwise
agreed upon in writing by the Architect.
© Architectural Nexus, Inc. 2014
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